1 2 4 4 5 6 7 8
AND, CONFIDENTAL INFORMATION, WHICH MUST NOTBE. DUPLIGATED, USED OR " e
DISCLOSED OTHER THAN AS EXPRESSLY AUTHORIZED BY _AOO_.._.__AO—,.__O. INC. SY™ NoTce DESCRIPTION DATE_{ APPROVED
- ER 11/101 NEW DRAWING RELEASE 12/2/11 Js
A | Ec 12/100 WIRE #13 WAS 5-1/2" LONG br1znz | us
PRESSURE PRESSURE
SWITCH SWITCH
SENSOR 0712-32-01 COND BLWR
0750-117-01 _ 0712-35-01 |
@ |@ @l n@ ELECTRICAL
BOX
@ WHITE 6" -94/-94
COMPRESSOR os
P S B HEATER OPTION
(29 i
0750—104 = ol o o
—94
BLACK 6" —94/-94 F
BLUE 30" —95/-94 @w T W i
_H_G ™ L S e
e @ RELAY (1 1 1 = ey
E7 m 069464/ _ .. . . ®
WHT 30" —95/-94 _ 3 [ ”
:8 > o @ WHITE 6°
> W Z14/-84 Josnsr
9 _H_9 0 o 3 ®| BLUE 6" —14/-04 Wm )
— 1M 3
N WHITE 6" —94/—94 ﬁ
RED 30" —95/-94 == = 6 , ;
—95/— = | &= =4 q 8
THERMOSTAT 1.2 Lo [lieR b
COND IMPELLER CAPACITOR - 3% <
é 0452-73 o @ Wn 2SN
: (14) | ©
~ y BLK —94 % o
o ' BLUE —-14 r—tr—1+—
- ~. 1 2 T
BROWN —94 coMpR | START l
s > BLACK 11" -95/-94 O>_U QDNWMNIE. m
—95 N/ 0452-12
CONDENSER e @ GROUND TECUMSEH Ry
IMPELLER eu -8 L
= L @
1 2
EVAP IMPELLER : sx_ TERMINAL !
®
BLK —95 : i
BLUE -95 %5=T351 2 m m
BROWN —95 POWER CORD SWITCH e SR :
» ”
EVAPORATOR 13 WRES B” OPTION
IMPELLER DIENSIONS DESIGNATED MM ARE . MILUMETERS =
e e o | == KOOLTRONIC, v
TOL. ON INCHES MM CHECKED - HOPEWELL, NJ VENTURA, CA USA
S i WIRING DIAGRAM
000 + 010 | Boris 1/13/12
WG, ENG. AIR CONDITIONER
ANGULAR E4 1/2
MATERIAL ODE IDENT. NOJ SIZE |DWG. NO. REV
- E— 06223 | C| WD—1400 |A
K2ABC4NPT33L Joe M/Bruce K _|3/20/12 _mle,_.m NONE [CAD- REF. WD—1400 [steer 1 oF 1
1 2 4 S 5 6 _ 7 _ 8




