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A EC OQ\NN REV. WIRING AT TERM. BLOCK & RELAY N\,_U\Dm SDS
B EC wm“._mm ADDED WIRE LENGTH AND TERMINATIONS TO DWG. m\n\wﬂ SDS
Cc EC 00/53 CHANGED “T" SIDE TERMINAL BLOCK WIRES TO BLUE AND [10/17/00( MRM

ADDED WIRE MARKERS TO TERMINAL BLOCK.
D EC 06/017 CHG BLK WIRES TO —94/-219 2/16/07 | SDS
E | Ec 11/398 CHANGE 8 1/2" TO 12" 12/1/11| ED
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ALL DIMENSIONS ARE IN INCHES,
DIMENSIONS DESIGNATED MM ARE IN MILLIMETERS.
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TOLERANCES NON—ACCUMULATVE RN J. BARNARD |10/1/96

== KOOLTRONIC vc

TOL. ON INCHES MM CHECKED

T HOPEWELL, NI VENTURA, CA USA

WIRING DIAGRAM

AIR CONDITIONER

CODE IDENT. NOJ SIZE |DWG. NO.

06223 | B WD—-265

Ed D/Steve S |12/2/11
XX + .02 E4 ENG.
XXX 010 | Jim_Disler 12/2/11
MFG. ENG.
ANGULAR + 1/2°
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